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8" SUMP KNOCKOUT (DO NOT REMOVE
IN AREAS OF HIGH GROUNDWATER)

CLASS C BACKFILL PER SSPWC SECTION

200.03.04. 3’ DIAMETER X 12" DEEP
UNDER SUMP, 6" MIN. DEPTH UNDER

REMAINDER OF VAULT.

THIS DETAIL SHALL BE USED WHEN CONNECTING A SERVICE LINE DIRECTLY TO THE
RECLAIMED WATER MAINLINE.

THE PRESSURE REDUCING VALVE SHALL REDUCE THE PRESSURE FROM THE MAIN
DISTRIBUTION SYSTEM TO THE IRRIGATION DISTRIBUTION SYSTEM OPERATING PRESSURE.

INSTALL VAULT IN AN AREA DIRECTLY ACCESSIBLE BY VEHICLES. PROVIDE AN
ALL-WEATHER ACCESS SURFACE TO TWO (2) SIDES OF THE VAULT, MINIMUM.

4. REFERENCE NOTES, SEE DETAIL S-509B.
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